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VJIRB11IR_1400.jpg FLIR T300 48801115
Above (left & right): Partially insulated 6" gate valve in 75 psig Measurements °F
saturated steam service. Spi 302.4 o
Parameters
Emissivity 0.95
Refl. temp. 68 °F

Below (left & right): Removable valve cover insulation installed on 6"
gate valve in 75 psig saturated steam service.
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VJIRA11IR_1522.jpg FLIR T300 48801115
Measurements °F
Sp1 104.3
Parameters
Emissivity 0.95
Refl. temp. 68 °F
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